INSTALL PHOTO-ELECTRIC CELL,(TYPE I) AND POLE TOP
ADAPTER (SEE PLANS FOR LOCATION)
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NOTE :

. SEE SECTION 86-6.07 OF STANDARD SPECIFICATIONS FOR THE
STATE OF CALIFORNIA DEPARTMENT OF TRANSPORTATION.

2. SERVICE CONDUCTORS FOR STREET LIGHTING (240V) ARE SHOWN
ON THE CITY OF RIVERSIDE STD. DWG. NO. 612 OR 667 (WHICHEVER IS
APPLICABLE) ALONG WITH OTHER SERVICE DETAILS.

3, ALL CIRCUIT BREAKERS, AND BREAKER BOX(ES) WiLL BE CITY FURNISHED.
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